BTS3900 Alarm box-EMU-B Installation Guider
Version 2
LIUJUN 2008-8-22
Outlook of EMU-B
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When EMU connect to BTS correctly and the DIP switch(SW_ADDR) is right ,the green light will be flash on 0.5 HZ.
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Connection:

9: To -48V power ,main and prepare.(just need connect one of them)
10: To BTS ,use alarm cable RS485 connector

11: To grounding

12: To alarm sensor, From right to left ,the alarm number is from S1 to S16
Alarm cable connection
If no alarm cable ,make cable like this below:
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DIP switch
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SW_ADDR 

	1
	2
	3
	4

	ON
	ON
	OFF
	ON


SW_BKE 

	1
	2
	3
	4

	ON
	ON
	ON
	OFF


SW_THE 

	1
	2

	OFF
	OFF


SW_AE 

	1
	2
	3
	4

	OFF
	OFF
	OFF
	OFF


SW_AV 

	1
	2
	3
	4

	ON
	ON
	ON
	ON


SW12A :for alarm 

	1
	2
	3
	4
	5
	6
	7
	8

	
	
	
	
	
	
	
	


SW12B: for alarm
	9
	10
	11
	12
	13
	14
	15
	16

	
	
	
	
	
	
	
	


	1 DOOR OPEN
	9 RECTIFIER OTHER

	2 AC FAILURE
(Air Condition failure)
	10 UCAK IKAZ LAMBASI ARIZA
(Tower light alarm)

	3 HIGH TEMPERATURE
	11 JENERATOR AKTIF
(generator working)

	4 LV PARAFUDR FAILURE
(High voltage protect )
	12 JENERATOR ARIZA
(generator failure)

	5 RECTIFIER MAINS
(all rectifier model failure)
	13 JENERATOR ODASI KAPI ACIK
(generator room door open)

	6 RECTIFIER CRITICAL
(one or more rectifier model failure)
	14 JENERATOR YAKIT AZ
(no generator oil)

	7 RECTIFIER UNDER V.

(rectifier under voltage)
	15 JENERATOR YERINEDEN OYNADI

(generator is moving place)

	8 RECTIFIER BATTERY FUSE
	16 JENERATOR YAG BASINCI DUS
(generator oil pressure is low)


There are 16 DIPswith in SW12A  and SW12B

And there are 16 Alarms may be used .

ON: open for alarm

OFF: no alarm

For example:

If just use 3 alarm: “1 DOOR OPEN”,” 2 AC FAILURE” and ” 11 JENERATOR AKTIF”
So the DIPswitch is : SW12A-1,2 and SW12B-11 change to “ON”,others change to “OFF”
SW12A: 
	1
	2
	3
	4
	5
	6
	7
	8

	ON
	ON
	OFF
	OFF
	OFF
	OFF
	OFF
	OFF


SW12B
	9
	10
	11
	12
	13
	14
	15
	16

	OFF
	OFF
	ON
	OFF
	OFF
	OFF
	OFF
	OFF


