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---------------------------------------------------------------------------------------------------------------------------------

NUMBER OF SPACES  529          EXTERIOR  334     INTERIOR  195

                                                       LIGHTS          EQUIP
                             SPACE*FLOOR SPACE        (WATT /        (WATT / INFILTRATION              AREA       VOLUME
SPACE                         MULTIPLIER  TYPE   AZIM  SQFT ) PEOPLE  SQFT )       METHOD   ACH     (SQFT )      (CUFT )

Spaces on floor: SC3Below-Grade Flr

SC3North Perim Spc (B.N1)            1.0   INT   90.0    1.00   31.5    0.25   NO-INFILT.  0.00      7871.5      78714.5
SC3SSW Perim Spc (B.SSW2)            1.0   INT    0.0    1.00   31.6    0.25   NO-INFILT.  0.00      7891.8      78917.5
SC3Core Spc (B.C3)                   1.0   INT    0.0    1.00    0.7    0.25   NO-INFILT.  0.00       173.1       1731.3
SC3Core Spc (B.C4)                   1.0   INT    0.0    1.00    0.7    0.25   NO-INFILT.  0.00       177.0       1770.0
SC3Core Spc (B.C5)                   1.0   INT    0.0    1.00    0.9    0.25   NO-INFILT.  0.00       223.8       2237.5
SC3Core Spc (B.C6)                   1.0   INT    0.0    1.00    1.9    0.25   NO-INFILT.  0.00       483.5       4835.0
SC3ESE Perim Spc (B.ESE7)            1.0   INT  -90.0    1.00    1.2    0.25   NO-INFILT.  0.00       311.1       3111.3

Spaces on floor: SC2Below-Grade Flr

SC2WNW Perim Spc (B.WNW1)            1.0   INT   90.0    1.70   38.9    1.00   NO-INFILT.  0.00      1944.0      27216.0
SC2NNE Perim Spc (B.NNE2)            1.0   INT   45.0    1.70   51.8    1.00   NO-INFILT.  0.00      2589.4      36251.9
SC2Core Spc (B.C3)                   1.0   INT    0.0    1.70   18.9    1.00   NO-INFILT.  0.00       946.4      13249.6
SC2Core Spc (B.C4)                   1.0   INT    0.0    1.70  147.8    1.00   NO-INFILT.  0.00      7390.9     103472.1
SC2SW Perim Spc (B.SW5)              1.0   INT    0.0    1.70   19.7    1.00   NO-INFILT.  0.00       984.0      13776.0
SC2WNW Perim Spc (B.WNW6)            1.0   INT   90.0    1.70    6.7    1.00   NO-INFILT.  0.00       333.8       4672.5
SC2SSW Perim Spc (B.SSW7)            1.0   INT    0.0    1.00   40.7    0.25   NO-INFILT.  0.00      2033.3      28465.5
SC2ESE Perim Spc (B.ESE8)            1.0   INT  -90.0    1.00   54.1    0.25   NO-INFILT.  0.00      2705.3      37873.5
SC2Core Spc (B.C9)                   1.0   INT    0.0    1.70  173.1    1.00   NO-INFILT.  0.00      8653.2     121145.0
SC2Core Spc (B.C10)                  1.0   INT    0.0    1.70   21.5    1.00   NO-INFILT.  0.00      1076.2      15067.0
SC2Core Spc (B.C11)                  1.0   INT    0.0    1.00  114.7    0.25   NO-INFILT.  0.00      5737.3      80322.0

Spaces on floor: SC1Below-Grade Flr

SC1WNW Perim Spc (B.WNW1)            1.0   INT   90.0    1.70   38.9    1.00   NO-INFILT.  0.00      1944.0      34020.0
SC1NNE Perim Spc (B.NNE2)            1.0   INT   45.0    1.70   51.8    1.00   NO-INFILT.  0.00      2589.4      45314.9
SC1Core Spc (B.C3)                   1.0   INT    0.0    1.70   18.9    1.00   NO-INFILT.  0.00       946.4      16562.0
SC1Core Spc (B.C4)                   1.0   INT    0.0    1.70  147.8    1.00   NO-INFILT.  0.00      7390.9     129340.1
SC1SW Perim Spc (B.SW5)              1.0   INT    0.0    1.70   19.7    1.00   NO-INFILT.  0.00       984.0      17220.0
SC1WNW Perim Spc (B.WNW6)            1.0   INT   90.0    1.70    6.7    1.00   NO-INFILT.  0.00       333.8       5840.6
SC1SSW Perim Spc (B.SSW7)            1.0   INT    0.0    1.70   40.7    1.00   NO-INFILT.  0.00      2033.3      35581.9
SC1ESE Perim Spc (B.ESE8)            1.0   INT  -90.0    1.00   54.1    0.25   NO-INFILT.  0.00      2705.3      47341.9
SC1Core Spc (B.C9)                   1.0   INT    0.0    1.70  173.1    1.00   NO-INFILT.  0.00      8653.2     151431.2
SC1Core Spc (B.C10)                  1.0   INT    0.0    1.70   21.5    1.00   NO-INFILT.  0.00      1076.2      18833.8
SC1Core Spc (B.C11)                  1.0   INT    0.0    1.70  114.7    1.00   NO-INFILT.  0.00      5737.3     100402.5

Spaces on floor: CBelow-Grade Flr

CWNW Perim Spc (B.WNW1)              1.0   INT   90.0    1.70   38.9    1.00   NO-INFILT.  0.00      1944.0      34020.0
CNNE Perim Spc (B.NNE2)              1.0   INT   45.0    1.70   51.8    1.00   NO-INFILT.  0.00      2589.4      45314.9
CCore Spc (B.C3)                     1.0   INT    0.0    1.70   18.9    1.00   NO-INFILT.  0.00       946.4      16562.0
CCore Spc (B.C4)                     1.0   INT    0.0    1.70  147.8    1.00   NO-INFILT.  0.00      7390.9     129340.1
CSW Perim Spc (B.SW5)                1.0   INT    0.0    1.70   19.7    1.00   NO-INFILT.  0.00       984.0      17220.0

bkahle
Cloud
If space by space method is applied, all values must meet LPDs shown in Table 9.6.1. Verify space types nd values indicated. 
Where lighting has not been designed use Building type LPD.
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CSSW Perim Spc (B.SSW7)              1.0   INT    0.0    1.70   40.7    1.00   NO-INFILT.  0.00      2033.3      35581.9
CESE Perim Spc (B.ESE8)              1.0   INT  -90.0    1.00   54.1    0.25   NO-INFILT.  0.00      2705.3      47341.9
CCore Spc (B.C9)                     1.0   INT    0.0    1.70  173.1    1.00   NO-INFILT.  0.00      8653.2     151431.2
CCore Spc (B.C10)                    1.0   INT    0.0    1.70   21.5    1.00   NO-INFILT.  0.00      1076.2      18833.8
CCore Spc (B.C11)                    1.0   INT    0.0    1.70  114.7    1.00   NO-INFILT.  0.00      5737.3     100402.5

Spaces on floor: GGround Flr

GNW Perim Spc (G.NW1)                1.0   EXT   90.0    1.70   18.9    1.00   AIR-CHANGE  0.20       946.4      14196.0
GNW Perim Spc (G.NW2)                1.0   EXT   45.0    1.00   53.7    0.25   AIR-CHANGE  0.04      2684.9      40273.1
GNNE Perim Spc (G.NNE3)              1.0   EXT   33.3    1.70   24.6    1.00   AIR-CHANGE  0.16      1231.5      18472.2
GSSW Perim Spc (G.SSW4)              1.0   EXT    0.0    1.70    7.3    1.00   AIR-CHANGE  0.15       367.5       5512.5
GWest Perim Spc (G.W5)               1.0   EXT   90.0    1.70   16.8    1.00   AIR-CHANGE  0.11       837.8      12566.3
GEast Perim Spc (G.E6)               1.0   EXT  135.0    1.70   18.3    1.00   AIR-CHANGE  0.15       917.2      13757.5
GNNE Perim Spc (G.NNE7)              1.0   EXT  180.0    1.70   63.8    1.00   AIR-CHANGE  0.04      3191.1      47866.2
GWest Perim Spc (G.W8)               1.0   EXT   66.6    1.70    9.8    1.00   AIR-CHANGE  0.23       488.1       7321.6
GSSW Perim Spc (G.SSW9)              1.0   EXT    0.0    1.70   20.0    1.00   AIR-CHANGE  0.16       998.6      14979.4
GESE Perim Spc (G.ESE10)             1.0   EXT  -90.0    1.70    9.0    1.00   AIR-CHANGE  0.11       449.1       6736.8
GESE Perim Spc (G.ESE11)             1.0   EXT    0.0    1.70   46.1    1.00   AIR-CHANGE  0.13      2304.7      34571.2
GSSW Perim Spc (G.SSW12)             1.0   EXT    0.0    1.70   37.4    1.00   AIR-CHANGE  0.17      1871.3      28068.8
GCore Spc (G.C13)                    1.0   INT    0.0    1.70   62.9    1.00   AIR-CHANGE  0.00      3143.8      47157.0
GCore Spc (G.C14)                    1.0   INT    0.0    1.70   11.6    1.00   AIR-CHANGE  0.00       581.2       8717.6
GNNE Perim Spc (G.NNE15)             1.0   EXT  -90.0    1.70   43.7    1.00   AIR-CHANGE  0.08      2182.5      32737.5
GCore Spc (G.C16)                    1.0   INT    0.0    1.70   87.5    1.00   AIR-CHANGE  0.00      4376.0      65640.7
GCore Spc (G.C17)                    1.0   INT    0.0    1.70  152.4    1.00   AIR-CHANGE  0.00      7621.7     114325.0
GPlnm (G.18)                         1.0   EXT    0.0    0.00    0.0    0.00   AIR-CHANGE  0.06     34193.8      68387.5

Spaces on floor: 1MGround Flr

1MNW Perim Spc (G.NW1)               1.0   EXT   90.0    1.70   20.3    1.00   AIR-CHANGE  0.19      1014.0       8112.0
1MNorth Perim Spc (G.N2)             1.0   EXT  180.0    1.70   42.1    1.00   AIR-CHANGE  0.15      2105.3      16842.0
1MSW Perim Spc (G.SW3)               1.0   EXT   66.6    1.70   30.1    1.00   AIR-CHANGE  0.18      1506.9      12055.1
1MSW Perim Spc (G.SW4)               1.0   EXT   90.0    1.70   22.7    1.00   AIR-CHANGE  0.12      1134.8       9078.0
1MSSW Perim Spc (G.SSW5)             1.0   EXT    0.0    1.70   45.0    1.00   AIR-CHANGE  0.17      2247.8      17982.0
1MNNE Perim Spc (G.NNE6)             1.0   EXT  180.0    1.70   44.2    1.00   AIR-CHANGE  0.16      2210.3      17682.0
1MESE Perim Spc (G.ESE7)             1.0   EXT  135.0    1.70   54.1    1.00   AIR-CHANGE  0.16      2704.8      21638.4
1MCore Spc (G.C8)                    1.0   INT    0.0    1.00   60.6    0.25   AIR-CHANGE  0.01      3032.1      24256.5
1MCore Spc (G.C9)                    1.0   INT    0.0    1.70   28.0    1.00   AIR-CHANGE  0.01      1399.3      11194.6
1MCore Spc (G.C10)                   1.0   INT    0.0    1.00   88.4    0.25   AIR-CHANGE  0.01      4420.3      35362.6
1MCore Spc (G.C11)                   1.0   INT    0.0    1.70  287.0    1.00   AIR-CHANGE  0.01     14350.5     114804.3

Spaces on floor: 25Ground Flr

25NW Perim Spc (G.NW1)               1.0   EXT   90.0    1.70   20.3    1.00   AIR-CHANGE  0.19      1014.0      17745.0
25North Perim Spc (G.N2)             1.0   EXT  180.0    1.70   42.1    1.00   AIR-CHANGE  0.15      2105.3      36841.9
25SSW Perim Spc (G.SSW3)             1.0   EXT    0.0    1.70    7.3    1.00   AIR-CHANGE  0.15       367.5       6431.3
25West Perim Spc (G.W4)              1.0   EXT   90.0    1.70   16.8    1.00   AIR-CHANGE  0.11       837.8      14660.6
25SSW Perim Spc (G.SSW5)             1.0   EXT    0.0    1.70   44.0    1.00   AIR-CHANGE  0.18      2197.5      38456.3
25Core Spc (G.C6)                    1.0   INT    0.0    1.70  115.6    1.00   AIR-CHANGE  0.00      5780.4     101157.4
25West Perim Spc (G.W7)              1.0   EXT   66.6    1.70    9.8    1.00   AIR-CHANGE  0.23       488.1       8541.8
25SSW Perim Spc (G.SSW8)             1.0   EXT    0.0    1.70   20.0    1.00   AIR-CHANGE  0.16       998.6      17475.9
25ESE Perim Spc (G.ESE9)             1.0   EXT  135.0    1.70   29.8    1.00   AIR-CHANGE  0.16      1491.1      26094.6
25ESE Perim Spc (G.ESE10)            1.0   EXT  -90.0    1.70   24.3    1.00   AIR-CHANGE  0.17      1214.3      21249.4
25NNE Perim Spc (G.NNE11)            1.0   EXT   90.0    1.70   32.6    1.00   AIR-CHANGE  0.15      1631.3      28546.9
25NNE Perim Spc (G.NNE12)            1.0   EXT  180.0    1.70   11.6    1.00   AIR-CHANGE  0.18       579.0      10132.5
25Core Spc (G.C13)                   1.0   INT    0.0    1.70   23.2    1.00   AIR-CHANGE  0.00      1161.6      20327.7
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LPDs ??? 


